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Room Room  Na m e   Are a Ce iling Volum e Supply Re turn Ex ha ust De sign
No. SQ.FT. He ight CU. FT. ACH CFM BTUH CFM    CFM CFM CFM ACH

1162 Toilet Room 57 8 456 10 76 306 15 50 0 100 13.2
C01 Corridor 158 8 1,264 6 126 991 48 150 0 0 7.1
205 M echanical Room 205 10 2,050 6 205 1941 93 150 0 150 4.4

1147 A DP Closet 108 10 1,080 6 108 1,080 52 100 0 50 5.6
1160 P A  Office 154 9 1,386 6 139 6,087 293 300 300 0 13.0
1158 S torage 153 9 1,377 6 138 5,865 282 300 300 0 13.1
1149 M ic roscopy 307 9 2,763 6 276 12,189 587 650 650 0 14.1
P 01 P assage 372 8 2,976 6 298 1,999 96 600 0 0 12.1
1152 A P  Lab 1190 9 10,710 6 1,071 47,233 2,273 3,400 0 4675 26.2
1159 E lec trical Room 45 10 450 6 45 0 0 0 0 50 6.7
1161 E lec trical Room 26 10 260 6 26 0 0 0 0 50 11.5
1150 S upervisor 133 9 1,197 6 120 5,084 245 225 225 0 11.3

ACH Ca lcula tions Loa d Ca lcula tions
VENTILATION RATE SCHEDULE

LABORATORY AIRFLOW VALVE SCHEDULE
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